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مع البيئة   كيفها تووعناصره ومواده كنمط البناء والحديثة العمارة التقليدية  درست 

 مقارنة  بين البناء القديملل من خلال برامج محوسبة ،المعطيات  السابقةوحللت ، والمناخ

 .والحديث

 نظمة بناءألى إللوصول   ،التوصيات من اًعدد الدراسة وضعت ،بعد تحليل النتائجو 

مواد العزل  باستخدام  ،وتقنياته من حيث مواد البناء الحديثة ،داء المبنىأمستدامة لتحسين 

لتحسين قطاع  ، ،وتقليل الانبعاثات الغازية ،ويرعادة التدإنواعها والاهتمام بأواستغلال الطاقة ب

 .لى مرحلة التشغيلإ وصولًاو ،من التصميم والتنفيذ البناء بمراحله المختلفة بدءاً
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المنطقةالكتل

طاقة 

التصميم 

)kW( 

معدل 

التدفق 

)m3/s(

مجموع 

حمولة 

التبريد   

)kW( 

قوى 

التبريد 

المعقولة 

)kW(  

قوى 

التبريد 

الكامنة 

)kW(

درجة 

حرارة 

الهواء

الرطوبة 

)%( 

درجة 

الحرارة 

القصوى 

في اليوم 

)C°(  

المساحة 

)m2(  

الحجم  

)m3(

المساحة 

/ التدفق

1.790.131.371.310.062440.628.211.434.311.26مخزنالدور الارضي

20.511.4715.7815.030.752440.530.2108.9326.713.51منطقة 2الدور الارضي

1.020.080.790.770.022439.730.73.19.424.17حمامالدور الارضي

1.920.141.471.410.062440.628.112.13511.42منطقة 5الدور الاول

0.920.070.710.670.042440.828.45.215.612.55منطقة 7الدور الاول

2.850.212.22.110.082440.330.912.934.916.02منطقة 4الدور الاول

1.740.121.341.280.062440.529.69.324.213.44منطقة 3الدور الاول

3.470.252.672.550.122440.530.816.950.814.72منطقة 2الدور الاول

5.910.424.554.330.212440.529.531.1138.213.64منطقة 8الدور الاول

3.380.252.62.530.0724403210.130.224.58منطقة 6الدور الاول

2.70.22.0820.082440.330.811.233.317.45منطقة 1الدور الاول

تبريد
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درجة الحرارة 

المريحة

(°C)

18.761.401.68مخزنالدور الارضي

18.3811.41013.69منطقة 2الدور الارضي

18.450.5300.64حمامالدور الارضي

19.530.7500.9منطقة 7الدور الاول

18.671.5201.83منطقة 4الدور الاول

19.411.0301.24منطقة 3الدور الاول

19.191.8302.19منطقة 2الدور الاول

19.573.4604.15منطقة 8الدور الاول

18.631.2201.46منطقة 6الدور الاول

18.611.5801.9منطقة 1الدور الاول

الكتل

تدفئة

المنطقة
الفقدان الثابت 

)kW( للحرارة

الفقدان 

المتقطع 

للحرارة 

)kW(

طاقة 

التصميم   

)kW(
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CFD (computational Fluid Dynamics)
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المنطقةالكتل

طاقة 

التصميم  

)kW(

معدل 

التدفق 

)m3/s(

مجموع 

حمولة 

التبريد    

)kW(

قوى 

التبريد 

المعقولة   

)kW(

قوى 

التبريد 

الكامنة 

)kW(

درجة 

حرارة 

الهواء

الرطوبة  

)%(

درجة 

الحرارة 

القصوى 

في اليوم   

)C°(

المساحة   

)m2(

الحجم  

)m3(

المساحة / 

التدفق

1.520.111.171.10.072440.928.811.434.39.45مخزنالدور الارضي

18.251.314.0413.30.732440.630.2108.9326.711.96منطقة 2الدور الارضي

0.50.040.380.370.01244030.33.19.411.6حمامالدور الارضي

1.680.121.291.220.072440.828.612.1359.87منطقة 5الدور الاول

0.840.060.650.610.042440.929.25.215.611.42منطقة 7الدور الاول

2.410.171.851.770.082440.430.812.934.913.45منطقة 4الدور الاول

1.630.121.251.190.062440.629.99.324.212.56منطقة 3الدور الاول

2.860.22.22.080.112440.730.416.950.812.03منطقة 2الدور الاول

5.370.384.133.920.212440.629.631.1138.212.33منطقة 8الدور الاول

3.280.242.532.450.07244032.110.130.223.84منطقة 6الدور الاول

1.570.111.211.140.072440.830.111.233.39.91منطقة 1الدور الاول

تبريد 
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درجة الحرارة 

المريحة

(°C)

20.110.901.08مخزنالدور الارضي

19.788.109.72منطقة 2الدور الارضي

20.280.2300.28حمامالدور الارضي

20.440.8200.98منطقة 5الدور الاول

20.720.500.6منطقة 7الدور الاول

20.190.9201.1منطقة 4الدور الاول

20.660.6400.77منطقة 3الدور الاول

20.381.2701.52منطقة 2الدور الاول

20.582.4202.9منطقة 8الدور الاول

19.161.0401.25منطقة 6الدور الاول

20.380.8401.01منطقة 1الدور الاول

الكتل

تدفئة

المنطقة
الفقدان الثابت 

)kW( للحرارة

الفقدان 

المتقطع 

للحرارة 

)kW(

طاقة 

التصميم   

)kW(
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 التبريد

 المبنى

المساحة 

 (2م)

التبريد اللازمة 

/ ساعة )بالساعة 

 (كيلو واط 

تكلفة التبريد 

 ($/يوم)لليوم 

تكلفة التبريد  

 ($/سنة)لسنة 

تكلفة التبريد للسنة 

 ($/سنة.1م)

 -مبنى الحجر

 غير معزول

232.2 47.55 129.336 23280.48 100.26 

 -مبنى الحجر

 معزول

232.2 39.9 108.52 19533.6 84.12 

في المبنى القديم 

 رام الله

237.8 38.82 105.5904 19006.27 79.92545 

المبنى القديم في 

 جنين

141.3 21.07 57.3104 10315.87 73.006879 

90 
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 التدفئة

 المبنى

المساحة 

 (2م)

 التدفئة اللازمة

/ ساعة )بالساعة 

 (كيلو واط 

تكلفة التدفئة 

 ($/يوم)لليوم 

تكلفة التدفئة 

 ($/سنة)لسنة 

تكلفة التدفئة للسنة 

 ($/سنة.1م)

غير  -مبنى الحجر

 معزول

232.2 48.45 131.78 11860.56 51.08 

 -مبنى الحجر

 معزول

232.2 31.21 84.89 7640.21 32.91 

المبنى القديم في 

 رام الله

237.8 41.4 112.61 10134.72 42.62 

المبنى القديم في 

 جنين

141.3 34.55 93.976 8457.84 59.8573248 
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6  

11 

 المبنى

مجموع تكلفة التبريد و التدفئة للسنة 

 ($/سنة.1م)لوحدة المساحة  

التبريد و التدفئة للسنة مجموع تكلفة 

 ($/سنة)

 35141.04 151.34 غير معزول -مبنى الحجر

 27171.81 117.03 معزول -مبنى الحجر

 29141.2 122.85 المبنى القديم في رام الله

 18773.71 132.8642 المبنى القديم في جنين

3  

11 

 

تكلفة  وحدة 

 الجدار

الكلي 

 ($/1م)

مجموع 

تكلفة 

الجدار 

 ($)الكلي 

مجموع 

تكلفة  

الجدار 

($) 

تكلفة 

وحدة 

الجدار 

 ($/1م)

كمية 

الجدار  

 ($/1م)

مجموع تكلفة 

 ($)الزجاج 

تكلفة وحدة 

الزجاج 

 ($/1م)

كمية 

الزجاج 

 (1م)

 المبنى

129.31 30028 21240.5 115 184.7 8787.5 185 47.5 
 -مبنى الحجر

 غير معزول

158.67 36843 31589 155 203.8 5254 185 28.4 
 -مبنى الحجر

 معزول

88.153 17617.7 17437.5 75 232.5 180.2 34 5.3 
المبنى القديم 

 في رام الله 

75.256 9876.9 9734.1 71 137.1 142.8 34 4.2 
المبنى القديم 

 في جنين
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 :CRF 

CRF= 
        

         
 

 i2% 

 n

 1/CRFx

 68151/CRFx7969.23←0.864

10.37 

5

21

بين مبنى الحجر الغير 

 المعزول و المبنى القديم 

المعزول و  مبنى الحجربين 

 الغير معزول

 ($/سنة)الحفظ في الطاقة التشغيلية  7969.23 16367.33 

 ($)تكلفة الانشاء  6815 20151.11

0.812 1.17 CRF 

 (سنة)فترة الاسترداد  0.864 1.26

 (شهر)فترة الاسترداد  10.37 15.12
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Possibility of Developing Eco-Friendly Residential Buildings in the 

Palestinian Cities- A Case Study From Jenin and Ramallah Cities 

By 

Majd Hashem Abdel Hadi 

Supervised by 

Dr. Motasim Baba 

Dr. Hasan Alqadi 

Abstract 

Due to climate changes resulting from human activity, which was the 

outcome of many of the negative changes, as the phenomenon of global 

warming, low rates of rainfall, environmental pollution and emission of 

toxic gases, as a result of those variables facing the world, countries in the 

world worked to protect the environment by reducing the impact of human 

activities, decreasing the waste and pollution, and maintaining a natural 

resource - base for future generations. 

The resources available and the local building materials were 

exploited due to the potentials available, these resources provided 

environmental answers that  fitted the building and the surrounding 

environment, such as the orientation of the buildings ,the investment of the 

topography of the land, the use of courtyards in the buildings، the use of ' 

mashrabiyya', shapes and sizes of windows and vents, walls thickness، 

reliance on local materials,  convergence of the buildings, and the use of 

plants as elements of  air conditioning to reduce the environmental climatic 

conditions. 

In this research, studied the traditional architecture from all its 

aspects, such as the style of the building and the elements of building 



c 
 

materials,  adapting the environment with the climate,  analyzing  the 

modern architectural buildings including the materials and the style of this 

construction,then comparing the old and the new buildings,  studying all 

these results in this research, will help to improve the construction sector in 

its various stages, starting  from the design and the implementation until 

reaching the operational phase. 

This study developed a number of recommendations in order to 

reach sustainable building systems, these results and recommendations 

were presented to improve the performance of the building, in terms of 

materials and modern construction techniques, such as isolation materials, 

exploitation of energy types, attention to recycling and reducing gas 

emissions, despite the fact that these techniques may be expensive but it 

will reduce operating expenses in the long run for the lifetime of the 

building.    

Given the framework of the changes that face the world owing to 

climate changes due to human activities that led to many negative 

phenomena like global warming، drop in rainfall, environmental pollution, 

and toxic gas emission,countries of the world sought to protect the 

environment by reducing the impact of the different human activities and 

reduce waste and pollutants and preserve natural resources for the future 

generations. 

Back in the old days، local construction material was used and 

techniques were introduced that integrated what’s being built with the 
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surrounding environment such as; buildings orientation, utilization of land 

topographic, use of interior courtyards, Mashrabiyyat, air collector, shapes 

and sizes of openings, walls thickness, buildings convergence, plant 

elements in environmental adaptation, and minimization of  climate 

conditions. 

I have studied both traditional and modern architecture and have 

examined their styles, elements, construction material, and adaptation to 

environment and climate. I have analyzed the data through computer 

programs to compare between traditional and modern construction. 

Upon analyzing the results, the study puts forward number of 

recommendations for sustainable building systems that improve the 

performance of the buildings in terms of material and modern construction  

techniques, by using insulating materials and utilizing energy in all its 

types with interest in recycling and reducing gas emissions. All of which 

aim to improve the construction sector throughout its different stages: 

starting from design and implementation down to the operational stage. 

 

 




